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Honorable Brendan T. Byrne Dist Special
Governor of New Jersey . I

Trenton, New Jersey 08621 25 AUG Itwi

Dear Governor Byrne:

Inclosed is the Phase I Inspection Report for Helmetta Pond Dam in Middlesex
County, New Jersey which has been prepared under authorization of the Dam
Inspection Act, Public Law 92-367. A brief assessment of the dam's
condition is given in the front of the report.

Based on visual inspection, available records, calculations and past
operational performance, Helmetta Pond Dam, initially listed as a high
hazard potential structure, but reduced to a significant hazard potential
structure as a result of this inspection, is judged to be in poor overall
condition. The dam's spillway is considered inadequate because a flow
equivalent to 12 percent of the Spillway Design Flood - SDF - would cause
the dam to be overtopped. (The SDF, in this instance, is one half of the
Probable Maximum Flood). To ensure adequacy of the structure, the following
actions, as a minimum, arA recommended:

a. The spillway's adequacy should be determined by a qualified
professional consultant engaged by the owner using more sophisticated
methods, procedures and studies within three months from the date of
approval of this report. Within three months of the consultant's findings
remedial measures to ensure spillway adequacy should be initiated.

b. Within three months from the date of approval of this report the
owner should engage a qualified professional consultant to perform the
following:

(I) Investigate the cause of the seepage and wet, soft areas at the
downstream toe of the dam.

(2) Design and oversee procedures for the removal of trees, from the
upstream and *ownstream slopes and the one tree near the center of the dam
which is approximately 15 ft. downstream from the toe.
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NAPEN-N
Honorable Brendan T. Byrne

(3) Design and oversee repairs for the erosion of the upstream slope
of the dam and design and specify erosion protection for the upstream slope
of the dam.

(4) Design and oversee repairs for the eroded areas on the
downstream slope adjacent to the spillway.

(5) Investigate the reasons for the uneven surface of the crest, and
design remedial measures as needed.

(6) Oversee filling of the animal burrows on the embankment.

(7) Design and oversee repairs to the concrete spillway and walls.

(8) Design and oversee reconstruction of the outlet works.

c. Within three months from the date of approval of this report the
following remedial actions should be initiated:

(1) Start a program of checking the condition of the dam
periodically and monitoring the seepage and wet areas along the toe of the
downstream slope.

(2) Start a program for maintaining the embankment free of weeds and
brush and filling animal burrows as they occur.

(3) Control trespassing on dam.

d. Within six months from the date of approval of this report the
following remedial actions should be initiated:

(1) After repair of eroded areas on the dam, re-establish and
maintain grassy vegetation on the dam.

(2) Repair deteriorated portions of service bridge.

e. The owner should develop written operating procedures and a periodic
maintenance plan to ensure the safety of the dam, within one year from the
date of approval of this report.

f. An emergency action plan and warning system should be developed
which outlines actions to be taken by the owner to minimize the downstream
effects of an emergency at the dam within six months from the date of
approval of this report.

A copy of the report is being furnished to Mr. Dirk C. Hofman, New Jersey
Department of Environmental Protection, the designated State Office contact
for this program. Within five days of the date of this letter, a copy will
also be sent to Congressman Smith of the Fourth District. Under the
provision of the Freedom of Information Act, the inspection report will be
subject to release by this office, upon request) five days after the date of
this letter.
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NAPEN-N
Honorable Brendan T. Byrne

Additional copies of this report may be obtained from the National Technical
Information Services (NTIS), Springfield, Virginia 22161 at a reasonable
cost. Please allow four to six weeks from the date of this letter for NTIS
to have copies of the report available.

An important aspect of the Dam Inspection Program will be the implementation
of the recommendations made as a result of the inspection. We accordingly
request that we be advised of proposed actions taken by the State to
implement our recommendations.

Sincerely,

mncl ROGER L. BALDWIN
As stated Lieutenant Colonel, Corps of Engineers

Commander and District Engineer

Copies furnished:
Mr. Dirk C. Hofman, P.E., Deputy Director
Division of Water Resources
N.J. Dept. of Environmental Protection
P.O. Box CN029
Trenton, NJ 08625

Mr. John O'Dowd, Acting Chief
Bureau of Flood Plain Regulation
Division of Water Resources
N.J. Dept. of Environmental Protection
P.O. Box CN029
Trenton, NJ 08625



HIELMET'A POND DAM (NJUU794)

CORPS OF ENGINEERS ASSISSMENt OF GENERAL CONDITIONS

This dam was inspected on 20 April 1981 by Andersou-Nichois and Cu. Inc.,
under contract to tile State o. New Jersey. The State, under agreement with
the U.S. Army Engineer District, Philadelphia, had this inspection periormed
in accordance with the National Dami Inspection Act, Public L.aw 92-37.

Helmetta Pond Dam, initially listed as a high hazard potential structure,
but reduced to a significant hazard potential structure as a result of this
inspection, is judged to be in pour overall condition. The dam's spillway
is considered inadequate because a flow equivalent to 12 percent of the
Spillway Design Flood - SDF - would cause the dam to be overtopped. (The
SDF, in this instance, is one half of the Probable Maximum Flood). To
ensure adequacy of the structure, the following actions, as a minimum, are
recommended:

a. The spillway's adequacy should be determined by a qualified
professional consultant engaged by the owner using more sophisticated
methods, procedures and studies within three months from the date of
approval of this report. Within three months of the consultant's findings
remedial measures to ensure spillway adequacy should be initiated.

b. Within three months from the date of approval of this report the
owner should engage a qualified professional consultant to perform the
following:

(1) Investigate the cause of the seepage and wet, soft areas at the
downstream toe of the dam.

(2) Design and oversee procedures for the removal ot trees, from the
upstream and downstream slopes and the one tree near the center of the dam
which is approximately 15 ft. downstream from the toe.

(3) Design and oversee repairs for the erosion of the upstream slope
of the dam and design and specify erosion protection for the upstream slope
of the dam.

(4) Design and oversee repairs for the eroded areas on the
downstream slope adjacent to the spillway.

(5) Investigate the reasons for the uneven surface of the crest, and
design remedial measures as needed.

(6) Oversee filling of the animal burrows on the embankment.

(7) Design and oversee repairs to the concrete spillway and walls.

(8) Design and oversee reconstruction of the outlet works.

c. Within three months from the date of approval of this report the
following remedial actions should be initiated:



(1) Start a program of checking the condition of the dam
periodically and monitoring the seepage and wet areas along the toe of the
downstream slope.

(2) Start a program for maintaining the embankment free of weeds and
brush and filling animal burrows as they occur.

(3) Control trespassing on dam.

d. Within six months from the date of approval of this report the
following remedial actions should be initiated:

(1) After repair of eroded areas on the dam, re-establish and
maintain grassy vegetation on the dam.

(2) Repair deteriorated portions of service bridge.

e. The owner should develop written operating procedures and a periodic
maintenance plan to ensure the safety of the dam, within one year from the
date of approval of this report.

f. An emergency action plan and warning system should be developed
which outlines actions to be taken by the owner to minimize the downstream
effects of an emergency at the dam within six months from the date of
approval of this report.

APPROVED:
ROGER L. BALDWIN
Lieutenant Colonel, Corps of Engineers
Commander and District Engineer

DATE: 2
/



PHASE I INSPECTION REPORT
NATIONAL DAM SAFETY PROGRAM

Name of Dam: Helmetta Pond
Identification No.: Fed ID No. NJ00794
State Located: New Jersey
County Located: Middlesex
Stream: Manalapan Brook
River Basin: Raritan
Date of Inspection April 20, 1981

ASSESSMENT OF GENERAL CONDITIONS

Helmetta Pond Dam is a horseshoe shaped, low earthen
embankment, 653 feet long, at least 70 years old, small in size
and in poor overall condition. The soft wet area and seepage
at the downstream toe is indicative of seepage through and
under the dam. If not properly controlled, it could lead to
failure of the dam by piping and sloughing of the downstream
slope. Serious erosion on the upstream slope of the dam at the
waterline, if allowed to continue, could result in eventual
breaching of the embankment. The crest of the dam is uneven,
the cause of which cannot be determined by visual inspection
alone, but may be indicative of a potential stability problem.
Continued deterioration of the concrete spillway and steel
plate covers over the outlet pipe could lead to a sudden
release of water. The spillway can handle a storai about 11
percent the size of the Spillway Design Flood of one-half PMF
and is considered inadequate. Because of the depression
downstream behind the factory buildings, controlled by a
42-inch RCP culvert, failure of the dam would cause flooding
from ponded water from 1 to 6-1/2 feet deep in the warehouses
and factory. The economic loss would be appreciable but with
little threat of loss of lives. Therefore, the hazard
classification should be downgraded to Significant.

It is recommended that the owner retain the services of a
professional engineer, qualified in the design and inspection
of dams, to accomplish the following tasks very soon: Evaluate
further the inadequate spillway capacity and also consider the
hydraulic conveyance downstream; investigate the cause of the
seepage and wet, soft areas at the downstream toe of the dam;
design and oversee procedures for the removal of trees from the
upstream and downstream slopes and the one tree near the center
of the dam which is approximately 15 feet downstream from the
toe; design and oversee repairs for the erosion of the upstream
slope of the dam and design and specify erosion protection for
the upstream slope of the dam; design and oversee repairs for
the eroded areas on the downstream slope adjacent to the
spillway; investigate the reasons for the uneven surface of the



crest, and design remedial measures as needed; oversee filling
of the animal burrows on the embankment; design and oversee
repairs to the concrete spillway and walls; and design and
oversee reconstruction of the outlet works.

It is further recommended that the owner undertake the
following as part of operating and maintenance procedures.
Starting very soon: begin a program of checking the condition
of the dam periodically and monitoring the seepage and wet
areas along the toe of the downstream slope; start a program
for maintaining the embankment free of weeds and brush, and
filling animal burrows as they occur; control trespassing on
the dam. Starting soon: develop an emergency action plan which
outlines actions taken by the owner to minimize downstream
effects of an emergency at the dam; after repair of eroded
areas on the dam, re-establish and maintain grassy vegetation
on the dam; repair deteriorated portions of service bridge; and
in the near future: develop written operating procedures and a
periodic maintenance plan to ensure the safety of the dam.

ANDERSON-NI 7 LS & COMPANY, INC.

Warren A. Guinan, P.E.
Project Manager
New Jersey Number 16848
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PREFACE

This report is prepared under guidance contained in the
Recommended Guidelines for Safety Inspection of Dams, for Phase
I Investigations. Copies of these guidelines may be obtained
from the Office of Chief of Engineers, Washington, D.C.
20314. The purpose of a Phase I Investigation is to identify
expeditiously those dams which may pose hazards to human life
or property. The assessment of the general condition of the
dam is based upon available data and visual inspections.
Detailed investigation, and analyses involving topographic
mapping, subsurface investigations, testing, and detailed
computational evaluations are beyond the scope of a Phase I
investigation; however, the investigation is intended to
identify any need for such studies.

In reviewing this report, it should be realized that the
reported condition of the dam is based on observations of field
conditions at the time of inspection along with data available
to the inspection team. It is important to note that the
condition of a dam depends on numerous and constantly changing
internal and external conditions, and is evolutionary in
nature. It would be incorrect to assume that the present
condition of the dam will continue to represent the condition
of the dam at some point in the future. Only through continued
care and inspection can there be any chance that unsafe
conditions be detected.

Phase I inspections are not intended to provide detailed
hydrologic and hydraulic analyses. In accordance with the
established Guidelines, the Spillway Test Flood is based on the
estimated 'Probable Maximum Flood" for the region (greatest
reasonable possible storm runoff), or fractions thereof. The
test flood provides a measure of relative spillway capacity and
serves as an aid in determining the need for more detailed
hydrologic and hydraulic studies, considering the size of the
dam, its general condition and the downstream damage potential.



CONTENTS

PHASE I INSPECTION REPORT

NATIONAL DAM SAFETY REPORT

HELMETTA POND DAM FED ID NO. NJ00794

SECTION 1 PROJECT INFORMATION Page

1.1 General 1
1.2 P-roect Description 1
1.3 Pertinent Data 3

SECTION 2 ENGINEERING DATA

2.1 Design 5
2.2 Construction 5
2.3 Operation 5
2.4 Evaluation 5

SECTION 3 VISUAL INSPECTION 6

SECTION 4 OPERATIONAL PROCEDURES

4.1 Procedures 8
4.2 Maintenance of Dam 8
4.3 Maintenance of Operating Facilities 8
4.4 Warning System 8
4.5 Evaluation of Operational Adequacy 8

SECTION 5 HYDRAULIC/HYDROLOGIC 9

SECTION 6 STRUCTURAL STABILITY 10

SECTION 7 ASSESSMENT, RECOMMENDATIONS/REMEDIAL MEASURES

7.1 Assessment 11
7.2 Recommendations/Remedial Measures 11

FIGURES 1. Essential Project Features
2. Essential Project Features
3. Regional Vicinity Map

APPENDICES 1. Check List Visual Inspection
2. Photographs
3. Hydrologic Computations
4. HEC 1 Output
5. References



PHASE I INSPECTION REPORT
NATIONAL DAM SAFETY INSPECTION PROGRAM

HELMETTA POND DAM
FED ID NO. #NJ00794

SECTION 1
PROJECT INFORMATION

1.1 General

a. Authority. Authority to perform the Phase I Safety
Inspection of Helmetta Pond Dam was received from the State of
New Jersey, Department of Environmental Protection, Division of
Water Resources by letter dated 12 December 1980 under Basic
Contract No. FPM-39 and Contract No. A01093 dated 10 October,
1979. This Authority was given pursuant to the National Dam
Inspection Act, Public Law 92-367 and by agreement between the
State and the U.S. Army Engineers District, Philadelphia. The
inspection discussed herein was performed by Anderson-Nichols &
Company, Inc.

b. Purpose: The purpose of the Phase I Investigation is
to develop an assessment of the general conditions with respect
to the safety of Helmetta Pond Dam and appurtenances.
Conclusions are based upon available data and visual
inspection. The results of this study are used to determine
any need for emergency measures and to conclude if additional
studies, investigations, and analyses are necessary and
warxanted.

1.2 Project Description

a. Description of Dam and Appurtenances. Helmetta Pond
Dam is a horseshoe shaped, 653 foot long earth embankment dam
with a hydraulic height of 5.6 feet and a structural height of
7.2 feet. The spillway type is concrete overflow with a
7.2-foot long weir. The daf's crest width ranges from 8 to 14
feet. There are tire ruts in a very wide road on the right
(west) side of the crest and a 28-inch diameter tree is growing
on the left (east) side of the crest. The dam's upstream face
has a 3H:lV slope and a 20-foot wide erosion feature near the
right abutment with trees growing in the area. The downstream
slope varies from 3H:lV to 8H:lV. There is a large 2-foot
diameter tree at the downstream toe of the dam. A large area
of seepage has developed, over-grown with wetlands-type species
of vegetation, downstream of the dam near the right abutment.
Animal burrows are evident on the dam crest, as well as on the
upstream and downstream faces.

- 1-



b. Location. The dam is located in Helmetta Borough, New
Jersey on Manalapan Brook. The dam is at 400 22.7' north
latitude and 740 25.7' west longitude on the New Brunswick
Quandrangle. The dam may be reached by exiting from the New
Jersey Turnpike at Interchange 8A, tukning east on Forsgate
Drive, turning left on Possum Hollow Road, turning right on
Bordentown - South Amboy Turnpike and continuing on Spotswood -
Cranbury Road (Main Street in the Borough of Helmetta) to the
dam site behind Helme Tobacco Co. Plant, a total distance of
about 1.3 miles. A location map has been included as Figure 3.

c. Size Classification. Helmetta Pond Dam is classified
as being small in size on the basis of storage at the dam crest
of 142 acre-feet, which is less than 1000 acre-feet but more
than 50 acre-feet, and on the basis of its structural height of
7.2 feet, which is less than 40 feet, in accordance with
criteria given in the Recommended Guidelines for Safety
Inspection of Dams.

d. Hazard Classification. The spillway at Helmetta Pond
Dam will not pass the SDF of one-half PMF. Approximately 300
feet downstream of the dam, and next to the left (east)
abutment are warehouses. About 200 feet further downstream are
the factories of the Helme Tobacco Company. The downstream
area is a depression with only a 42-inch RCP culvert to convey
the water from the depression under the factory to the 500-foot
open channel leading to Manalapan Brook. Breaching of the dam
would fill the depression (about 63 acre-foot) and cause ponded
water to inundate buildings from I to 6-1/2 feet. The economic
loss would be appreciable but no serious threat to loss of life
is apparent. Therefore, the hazard classification should be
downgraded to significant.

e. Ownership. The dam is owned by Middlesex County.
Information may be obtained by writing Middlesex County Council
at 303 George Street, Plaza 1, 3rd Floor, New Brunswick, New
Jersey 08901, or by calling, (201) 745-3228.

f. Purpose. The purpose of construction of Helmetta Pond
Dam was for fire protection for Helme Tobacco Company; this is
also the present purpose.

g. Design and Construction History. No information regarding
the orijinal plan or design of the dam was available.

h. Normal Operational Procedure. No operational
procedures were disclosed for the dam.

-2-



i. Site Geoloqy. No site specific information (such as
borings) was availab e at the time the dam was inspected.
Information derived from the Geologic Map of New Jersey (Kummel
and Johnson, 1912) indicates soils within the immediate site
consists of coastal plain sediments which includes sand and
clay* deposits.

The depth to bedrock at the dam site is unknown and
outcrops were not observed during the dam inspection. No
information was available on the bedrock in this area based on
the previously mentioned reports.

1.3 Pertinent Data

a. Drainage Area

.69 square miles

b. Discharge at Damsite (cfs)

Maximum flood at damsite - unknown

Total ungated spillway capacity at maximum pool

elevation (at top of dam) - 41

c. Elevation (ft. above NGVD)

Top of dam - low point 45.2
high point 46.8

Test flood (1/2 PMF) - 46.6

Recreation pool (at time of inspection) - 43

Spillway crest - 43.7

Streambed at centerline of spillway - 39.6

Maximum tailwater (estimated) 41.0

d. Reservoir (length in feet)

Length of maximum pool - 3000 (estimated)

Spillway crest - 2800

e. Storage (acre-feet)

Spillway crest - 64

Top of dam - 142

4 Test Flood (1/2 PMF) - 267

-3- I



f. Reservoir Surface (acres)

Top of dam - 72 (estimated)

Spillway crest - 32

g. Dam

Type - earth

Length - 653 feet

Height - 5.6 feet (hydraulic)

- 7.2 feet (structural)

Top width - ranges from 8 to 14 feet

Side slopes - upstream 3H:lV, downstream varies 3H:lV

to 8H:lV

Zoning - unknown

Impervious core - unknown

Cutoff - unknown

Grout curtain - unknown

h. Spillway

Type - Concrete overflow

Length of weir - 7.2 feet

Crest elevation - 43.7' NGVD

Low level outlet - 36-inch clay pipe

U/S Channel - Approach channel, about 35 feet wide and

150 feet long from Helmetta Pond.

D/S Channel - Three-foot wide channel open for 400

feet leading into a 42-inch pipe that passes flow

under building and thence downstream for about

500 feet into Manalapan Brook.

4



t. Regulating-outlets

Type - 36-inch clay pipe with steel 
plate covers

serving as a gate over upstream 
pipe inlet

invert elevation - 40.1 feet ?4GVD

Length - about 3 feet

Access - Bridge deck over spill.way



SECTION 2
ENGINEERING DATA

2.1 Design

No hydraulic, hydrologic, or other engineering data were

disclosed.

2.2 Construction

No recorded data concerning construction of the Helmetta Pond
Dam were found.

2.3 Operation

No written operational data were found.

2.4 Evaluation

a. Availability. A search of the New Jersey Department
of Environmental Protection files revealed no information.

b. Adequacy. Data obtained in the visual inspection are
deemed adequate to complete this Phase 1 Inspection Report

6



SECTION 3
VISUAL INSPECTION

3.1 Findings

a. Dam. Trees are growing on the upstream and downstream
slopes of the dam near the right and left abutments. Extensive
erosion has taken place on the upstream slope at and above the
waterline. Near the center of the dam, the upstream slope has
been flattened considerably which may be due to wave action.

The crest of the dam is uneven and is partially
covered with depression tracks up to 4 inches deep caused by
vehicular traffic. Several animal burrows, up to 10 inches in
diameter and 2.5 feet deep, were observed on the crest and on
the upstream slope near the crest. At the crest, a surface
depression, 2 feet in diameter and 1 foot deep, had developed
around one of the animal burrows. The area at the downstream
toe of the dam is generally wet and soft. Wetlands-type
species of vegetation, primarily cattails, is located
everywhere along the toe of the slope. Seepage is flowing from
a large swamp area on the right side of the dam in the vicinity
of the right abutment. The visible water contained some orange
colored flocs but no evidence of suspended soil fines in the
water was observed.

Erosion has occurred on the downstream slope on
either side of the concrete spillway wingwalls. On the right
side, railroad ties have been placed on the slope in an attempt
to minimize the erosion on the slope. An animal burrow, 6 in.
in diameter and 2 ft. deep, has been developed beneath the ties.

b. Appurtenant Structures. The ungated spillway at the
left end of the dam is in generally poor condition. The
concrete abutment walls are badly eroded and undermined on the
downstream side and the concrete is eroded at the water line on
the upstream side. The makeshift steel plates used for gating
the outlet pipe are leaking and are rusting. Some planks on
the service bridge over the spillway are deteriorated.

c. Reservoir Area. The watershed above the lake is
gently sloping and wooded. Some open fields were evident along
the west side of the reservoir and low lying swamps exist on
the north end of the reservoir. Slopes on the shore of the
lake appear stable. No evidence of significant sedimentation
was observed.

i I II II l !t . .. ... .- , ., " ... . , , . ... . .. .. .



d. Downstream Channel. The channel downstream of the
spillway makes a lefthand turn and joins the seepage flow from
the right side of the dam. The channel bottom is in soil and
there is no erosion protection on the sides of the channel.
Considerable sloughing and erosion have occurred along the
banks. After passing flow through a 48-inch CMP under a haul
road, the open channel passes flow into a 42-inch RCP beneath
the buildings egressing downstream beyond the building and
enters Manalapan Brook 500 feet downstream of the buildings.

-8



SECTION 4
OPERATIONAL PROCEDURES

4.1 Procedures

No formal operating procedures were revealed.

4.2 Maintenance of Dam

No formal maintenance procedures for the dam were found.

4.3 Maintenance of Operating Facilities

No formal maintenance procedures for the operating facilities
were discovered.

4.4 Warning System

No description of any warning system was found.

4.5 Evaluation of Operational Adequacy

Because of the lack of operation and maintenance procedures,
the remedial measures described in Section 7.2 should be
implemented as described.
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SECTION 5
HYDROLOGIC/HYDRAULIC

5.1 Evaluation-of Features

a. Design Data. Because no original hydrologic design
data were revealed, an evaluation of such data could not be
performed.

b. Experience Data. No experience data were found.

c. Visual Inspection. The invert of the low-level outlet
is estimated to be located well above the deeper parts of the
reservoir. The dam has the appearance of a low earth berm
added to increase stored water in an existing lake. The steel
covers over the 36-inch clay pipe appear to be 9 makeshift
arrangement; no lifting mechanism was noted. Considerable
erosion and spalling of the concrete around the spillway at the
end of the approach channel was observed.

d. Helmetta Pond Dam Overtopping Potential. The
hydraulic/hydrologic evaluation for the dam is based on a
selected Spillway Design Flood (SDF) equal to one-half the
Probable Maximum Flood (PMF) in accordance with the range of
test floods given in the evaluation guidelines, for dams
classified as significant hazard and small in size. The PMF
was determined by application of a 24-hour Probable Maximum
Precipitation of 22.9 inches to the SCS dimensionless unit
hydrograph. Hydrologic computations are given in Appendix 3.
The routed half-PMF peak inflow to the reservoir is 849 cfs;
the peak outflow is 267 cfs.

Water will rise to a depth of 1.5 foot above the spillway
crest before overtopping the low point on the dam embankment
crest. Under this head the spillway capacity is 41 cfs, which
is less than the selected SDF.

Flood routing calculatiions indicate that Helmetta Pond Dam
will be overtopped for 9.8 hours to a maximum depth of 1.4 feet
under half-PMF conditions. It is estimated that the spillway
can pass the inflow from a storm about 11 percent the size of
the half-PMF without overtopping the dam; thus, the spillway is
considered inadequate.

e. Draw-down Capacity. It is estimated that the lake can
be drained down to elevation 41.1 feet in approximately 2.5
days assuming no significant inflow. This time period is
considered adequate for draining the reservoir in an emergency
situation. However, some water probably would remain in the
pond, as the low-level outlet is believed not to be at or near
the bottom of the reservoir.

1
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SECTION 6
STRUCTURAL STABILITY

6.1 Evaluation of Structural Stability

a. Visual Observations. The soft, wet area and seepage
at the downstream toe of the dam is indicative of seepage
through and under the dam, which, if not properly controlled,
could lead to failure of the dam by piping and sloughing of the
downstream slope. Serious erosion on the upstream slope of the
dam at the waterline, if allowed to continue, could result in
eventual breaching of the embankment. Most of the crest of the
dam which is bare of vegetation would be susceptible to erosion
if the dam were overtopped, which might, in turn, lead to
breaching of the dam. Trees growing on the upstream and
downstream slopes may cause seepage and erosion problems if the
tree blows over and pulls out its roots, or if a tree dies or
its roots rot.

The crest of the dam is uneven. Although the cause of
the unevenness cannot be determined on the basis of the visual
inspection alone, it may be a sign of a potential stability
problem. The presence of several large depressions at the
upstream edge of the crest and on the upstream slope may be a
result of internal erosion of the embankment which, if not
stopped, could lead to breaching of the dam.

Continued deterioration of the concrete spillway and
steel plates over the outlet pipe could lead to a sudden
release of water.

6.2 Design and Construction Data. No design or construction
data pertinent to the structural stability of the dam are
available.

6.3 .0perating Records. No operating records pertinent to the
structural stability of the'dam were available.

6.4 Post-Construction Changes. No record of post-construction
changes was available.

6.5 Seismic Stability - This dam is in Seismic Zone 1.
According to the Recommended Guidelines, dams located in
Seismic Zone 1 "may be assumed to present no hazard from
earthquake, provided static stability conditions are
satisfactory and conventional safety margins exist". The
visual observations made during the inspection are possible
indicators of unstable embankments as mentioned in
Section 6.1. However, because no data are available
concerning the engineering properties of the embankment and
foundation materials for this dam, it is not possible to make
an engineering evaluation of the stability of the slopes or the, factor of safety under static conditions.

- MI -



SECTION 7
ASSESSMENT, RECOMMENDATIONS/REMEDIAL MEASURES

7.1 Dam Assessment

a. Condition. Helmetta Pond Dam is estimated to be at
least 70 years old and is in poor condition.

b. Adequacy of Information. The information available is
such that the assessment of the dam must be based on the
results of the visual inspection.

c. Urgency. The recommendations made in 7.2.a and 7.2.b
should be implemented by the owner as prescribed.

d. Necessity for Additional Data/Evaluation. The
information available from the visual inspection is adequate to
identify the potential problems which are listed in 7.2.a.
These problems require the attention of a professional engineer
who will have to make additional engineering studies to design
or specify remedial measures to rectify the problems. If left
unattended, the problems could lead to failure of the dam.

7.2 Recommendation/Remedial Measures

a. Recommendations. The owner should engage a
professional engineer qualified in the design and construction
of dams to accomplish the following very soon:

(1) Evaluate further the inadequate spillway capacity
and also consider the hydraulic conveyance
downstream.

(2) Investigate the cause of the seepage and wet,
soft areas at the downstream toe of the dam.

(3). Design and qversee procedures for the removal of
trees, from the upstream and downstream slopes
and the one tree near the center of the dam which
is approximately 15 ft. downstream from the toe.

(4) Design and oversee repairs for the erosion of the
upstream slope of the dam and design and specify
erosion protection for the upstream slope of the
dam.

(5) Design and oversee repairs for the eroded areas
on the downstream slope adjacent to the spillway.

(6) Investigate the reasons for the uneven surface of
the crest, and design remedial measures as needed.

1
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(7) Oversee the repair of animal burrows on the
embankment slope.

(8) Design and oversee repairs to the concrete
spillway and walls.

(9) Design and oversee reconstruction of the outlet
works.

b. Alternatives. None recommended if fire protection
remains high priority purpose.

c. Operating and Maintenance Procedures. The owner
should accomplish the following in the time periods specified:

Beginning very soon:

(1) Start a program of checking the condition of the
dam periodically and monitoring the seepage and
wet areas along the toe of the downstream slope.

(2) Start a program for maintaining the embankment
free of weeds, brush, and filling animal burrows
(add to brief assessment) as they occur.

(3) Control trespassing on dam.

Starting soon:

(1) Develop an emergency action plan which outlines
actions taken by the owner to minimize downstream
effects of an emergency at tne dam.

(2) After repair of eroded areas on the dam,
re-establish and maintain grassy vegetlition on
the dam.

(3) Repair deteriorated portions of service bridge.

In the near Future:

Develop written operating procedures and a
periodic maintenance plan to ensure the safety of
the dam.

i1
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APPENDIX 1

CHECK LIST

VISUAL INSPECTION

HELMETTA POND DAM
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CHECK LIST
HYDROLOGIC AND HYDRAULIC DATA

ENGINEERING DATA

DRAINAGE AREA CHARACTERISTICS: .69 square miles, gentle slope,

wooded area, and wet lands

ELEVATION TOP NORMAL POOL (STORAGE CAPACITY): 43.7 NGVD (64

acre-feet)

ELEVATION TOP FLOOD CONTROL POOL (STORAGE CAPACITY)

Not applicable

ELEVATION MAXIMUM TEST FLOOD POOL: 46.6 feet NGVD

ELEVATION TOP DAM: 45.2 feet NGVD (142 acre-feet)

SPILLWAY CREST: free overflow concrete spillway

a. Elevation 43.7 feet NGVD

b. Type flat

C. Width 8 inches

d. Length 7.2 feet

e. Location Spillover left dam abutment

f. Number And Type of Gates None

OUTLET WORKS: One 36 inches pipe with upstream steelplate

covers (gate)

a. Type clay pipe

b. Location Directly below spillway through wall

C. Entrance Invert 41.1 feet NGVD

d. Exit Invert 41.1 feet NGVD

HYDROMETEOROLOGICAL GAGES: None

MAXIMUM NON-DAMAGING DISCHARGE: 41 cfs



APPENDIX 2

PHOTOGRAPHS

HELMETTA POND DAM



February 19, 1981

View from u/s looking into overflow channel at u/s end of

pipe section spillway on left bank (circular cover at u/s

end of pipe.)

February (9, 1981

Looking u/s at d/s end of circular piL)C spillway note
debt-is.

2-1



--. A April 20, 1981

View of left training wall. Note deteriorated and eroded,
spal led concrete along left training wall and debris in
channel.

February i9, 1981

View looking across dam d/s face. V!ery large tree growing
on dam crest.

2-2



-X-,-. Zv%-- -

~ .~ .~' April 20, 1981

View from location of large concrete block on upstream face
looking toward left side of dam. Note extensive erosion
along upstream face.

Lao- ~ , -'

April 20, 1981

View of animal burrow on crest, 8-inches in diameter, 2.5 feet
deep, surface depression 2-feet in diameter, and I foot e.



ee

Aprir20 1981

View ookinepged atrearessmt hanne drom bride. ove pwd

estimated ~ ~ at12glmn
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'jjut.
View~f ipeApr I I ?. I1

Viewof ipeoutlet from retreat c~ian) looking dls at
second pipe that carries norclin fows beyorid bui )d i ris
but beneath them.



APPENDIX 3

HYDROLOGIC COMPUTATIONS

HELMETTA POND DAM
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